
411312011 HUD Config Flow Chart xis --- T1 NOx 

T1 24-Hr Block 
1-NOxCorr (0-100.00 %Avail) 

(A I B) • 100 '(B > 0) 

a b 

T1 24-Hr BB 
1-NOx@7% (0 - 500ppm) 

1d BB Avg - 1 req 
T1 24-Hr Block 
l-02out (0- 25.0%) 

1d Blk Avg - 12 req 

T1 24-Hr Block 
I SrcHrs (O - 24) 

1d Blk Total 

T1 24-Hr BB 
1-02 (0- 25.0%) 

1d BB Avg - 1 req 

T1 24-Hr Block 
NOx lb/hr (0-200.0) 

1 day Rik Avg· l req. 

T1 24-Hr Block 
1-NOxcHrs(O- 241 

1d Blk Total 

'--------------- 

T1 1-Hour Cplcs 
I NOxcVld (O - I) 

-1 • ((A=B) or (A=2)) 

Data Status 

T1 1-Hour Cales 
I-MIR NOx (0-250ppm) 

1 hr Blk Avg - 2 req. 

~ = Lo Lo Alarm set 
~ = Hi Hi Alarm set '= Data Status Alarm 

?? Grp Sts based on #2 7d Stmload 

, _ '---------------- -------------------------~!~e~~ w.!!~~~£1![ __ 

T1 15-Mln Cales 
I SrcStat (0 - I) 

Value= A 

T115-Mln Cales 
1-NOx@7%(0-500ppm) 

A• 13.9 / (20.9 • B) 

T1 15-Mln PLC 
I SrcStat (O· I) 
Logger Ch. 27 

T115-Mln PLC 
I-MIR 02 (-2.S • 25.0ll%) 

Logger Ch. 6 

T1 15-Mln PLC 
I-MIR NOx (-25 • 250ppm) 

Logger Ch. 1 

I 
I 
I 
I 
I 
I 

Marked "<1"' when BLR Off I --------------------------------------------------------' 

T11-Mln Cales 
I SrcStat (O • I) 

Value= A 

T11-Mln Cales 
1-NOx@7%(0-500ppm) 

A• 13.9 / (20.9 • B) 

a b a 

T11-Mln PLC 
I 5rcStat (0 • I) 
Logger Ch. 27 

T11-Mln PLC 
I-MIR 02 (·2.5 • 25.00%) 

Logger Ch. 6 

T11-Min PLC 
I-MIR NOx (-25 • 250ppm) 

Logger Ch. 1 

Hudson Valley T1 NOx & 02 Average Configuration 
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